A feasible control strategy is proposed to control a doubly fed induction generator based on the wind energy converter system (DFIG-WECS). The main aim is to enhance the steady state and dynamic performance under the condition of the parameter perturbations and external disturbances and to satisfy the stator power response of the system. Within the proposed control method, the control scheme for the rotor side converter (RSC) is developed on the model predictive control. Firstly, the self-adaptive reference trajectory is established from the deduced discrete state-space equation of the generator. Then, the rotor voltage is calculated by minimizing the global performance index under the current prediction steps at the sampling instant. Through the control scheme for the grid side converter (GSC) and wind turbine, we have re-applied the conventional control. The effectiveness of the proposed control strategy is verified via time domain simulation of a 150 kW-575 V DFIG-WECS using Matlab/Simulink. The simulation result shows that the control of the DFIG with the proposed control method can enhance the steady and dynamic response capability better than the conventional ones when the system faces errors due to the parameter perturbations, external disturbances and the rotor speed.
Introduction

Motivation
In previous years, there has been rapid growth in the renewable power generation industry, especially the wind power generation industry. It is reported that the global annual installed wind power capacity crossed the 60 million kilowatt (GW) mark in 2015 compared to 51.7 GW in 2014, and more than 63 GW of new wind power capacity was brought on line. Its market share and installed capacity continuously increase. Thanks to this, 2015 ranks as an unparalleled year for wind power generation industry as annual installations increased for the first time in history after a slowdown during the past few years [1] . According to the Global Wind Energy Council (GWEC), top markets in the world include PR China, USA, Germany, India, Spain, among which PR China and USA passed the 145 and 50 GW of wind energy installed mark by the end of 2015, respectively. With such a considered to enhance the operating wind farms regarding the electrical system. Therefore, the wind energy conversion systems (WECS) should control and monitor to the best of their ability under various operating conditions of the electrical system when they are connected to the power grid.
During the last decades, several solutions for the renewable electricity generation have been exploited with the main aim of obtaining energy from wind speed under optimal conditions. Due to the wind speed variability, the most popular configuration for wind power generation is currently the doubly fed induction generator (DFIG) as shown in Figure 1 . The WECS includes a wound rotor induction generator (WRIG) together with slip rings and a back-to-back voltage source converter (VSC), in which the WRIG's rotor is connected to the grid through a back-to-back (BTB) converter, whereas the stator is directly connected to one, and this BTB is controlled by several schemes. In this way, DFIGs can operate over a range of speed between about 70% and 130% of the synchronous speed, so that they can carry up to 30% of the total power [2] [3] [4] . In general, as shown in Figure 2 , a variable-speed and-pitch DFIG-WECS has four operating zones, in which zones 2 and 3 are the most notable operating ones since the system operates in the variable-speed and -pitch modes, respectively. In a comparison with another wind turbine types, such as fixed-speed, variable-slip, and full-converter [5] [6] [7] , DFIG has more advantageous characteristics. For example, it operates at optimal rotational speed for each given wind speed, reduces mechanical stresses, compensates for torque and power oscillations, and in particular, has the ability to control reactive power and decouple active and reactive power [8] . However, this system has a number of drawbacks, such as the limitation of the fault ride through capability, the inevitable need for slip rings, and more particularly in the complex control scheme for the converters to obtain the optimal generated power. 
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Based on these facts, the control of a WSEC becomes more significant, especially when using the electrical generator based on DFIG. With many different purposes, the DFIG is controlled through many various control strategies. For example, vector control is used based on either a stator voltage oriented [9, 10] or stator flux oriented [11] [12] [13] vector by using a d-q synchronous frame for separately controlling the active and reactive power through a current controller. However, this method has the main disadvantage that depends highly on the parameters, such as the stator and rotor resistances and inductances. In order to overcome drawbacks from the vector method, in the mid-1980s, direct torque control (DTC) was examined in literature [14] [15] [16] to directly control the electromagnetic torque and the rotor flux of the DFIG by selecting the voltage vector from a predefined lookup table based on the stator flux and torque information. This control strategy has good characteristics, such as fast dynamic response, reliability, good perturbation rejection, and non-constant switching frequency behavior [5] . Nevertheless, its performance deteriorates during operation at low-speed. The predictive techniques [17] , dither signal [18] , and modified switching table [19] were proposed in order to solve this drawback. However, these strategies still have some disadvantages related to the hysteresis controllers that can cause the torque and current distortions and limit the steady-state accuracy [20] . Based on the same fundamentals of the DTC technique, direct power control (DPC) was proposed to independently and directly control the active and reactive power of DFIG based on the estimated reactive and active power and their errors. This control strategy has preponderant characteristics, such as fast dynamic response, grid disturbance, and robustness against parameter variations [21, 22] . However, the performance of conventional DPC deteriorates due to the variable switching frequency. Moreover, the generated stator power can be controlled based on a portion of the turbine power by employing the feedback variable in the DPC controller [23] ; the change in the turbine speed depends on the difference between turbine power and total generated power. Hence, this method can be degraded for controlling the generator speed and complicating the AC filter design. For improving the power control, the authors in [24, 25] have proposed the scheme using the model-based predictive DPC technique.
For the purpose of excellent achievement of controlling the power for DFIG system under satisfactory stator power response, predictive control is an alternative control strategy. A new strategy based on the predictive direct power control (P-DPC) method is proposed in [26] to control the power at low constant switching frequency. The obtained results are satisfactory. However, the active and reactive power output is directly predicted. Authors in [27] introduced a direct power control method based on the finite model predictive control by using a discrete prediction model and a cost function to select the switching vector and to realize the optimal tracking control. In this way, the multi-objective optimization can easily be obtained by selecting different cost functions such that it does not have to use the coordinate transformation and the pulse wave modulation with a fast response [28] . However, this method still has drawbacks, such as the long calculation time of multi-step prediction, strong dependence on model parameters, and unfixed switching frequency. Besides, in order to realize the rapid power tracking, authors in [29] improved the predictive control for DC/AC converters based on DPC that was presented in [30] . Nevertheless, the calculated output reactive and active power and the time calculation still depend on the generator parameters and the compensative feedback of disturbance is not designed, and these are its main drawbacks.
Generally, the stator power and state-space equations of DFIG play an important role in directly controlling the stator active and reactive power. Based on such that, the author in [31] proposed a model predictive control method based on the state-space equations of stator power and rotor voltage to realize the power tracking control. Nonetheless, they failed to measure the error feedback and input limitation and to control the flexibly dynamic response. Having the same issue, the sliding-mode control method was introduced in [32, 33] to perform tracking power control. The redemption of these methods is to establish the state-space equations of power and rotor voltage into the approximate equations, so that the internal uncertainties and external disturbances are large in practical operation, resulting in the serious oscillations and the secure over-boundary of the system.
Contribution
To enhance the steady-state and transient control performance of DFIG-WCES for the purpose of satisfying the stator power output response according to given wishful values under the impact of the errors due to the parameter perturbations and external disturbances, in this context, the authors propose a relevant control scheme for the rotor-side converter (RSC). This proposed method is developed based on: Firstly, to establish a novel discrete state-space model of DFIG in the stator voltage oriented reference frame, considering the stator power and the rotor voltage as the state and control variables, respectively. Secondly, to propose the self-adaptive model predictive control scheme based on the model predictive control (MPC) using the discrete state-space model considering the impact of errors and performance index. Then, the stability condition of the obtained control signal for the closed-loop of the whole system is carried for analysis. For the grid side converter (GSC) and wind turbine control strategies, we have re-applied the conventional control strategy as proposed by authors in [34] .
The remainder of the paper is organized as follows: in Section 2, we explain the mathematical model of WECS-DFIG including the wind turbine and generator. The methodology is introduced in Section 3 to establish the relevant control scheme for the RSC. The case studies and results are displayed in Section 4. Finally, the conclusions are given in Section 5, and the parameters of the controllers and studied system are listed in Appendix A. Figure 1 illustrates a wind energy converter system based on the doubly fed induction generator (WECS-DFIG), including the wind turbine, the control systems, electric generator, connected to the grid.
Mathematical Model of the Wind Energy Converter System
Dynamic Model of the Wind Turbine
The presentation of the mechanical system of the whole wind turbine is complex. For the purpose of modeling and simulation, the two-mass drive train model is proposed to study the dynamic stability of the mechanical system. The electromechanical dynamics are presented by the following equations [35] :
where J is the inertia of the generator-turbine system, T e is the electromagnetic torque, C f is the frictional coefficient, ω m is the rotor mechanical angular speed, P m is the turbine mechanical power and is given as [36, 37] :
The wind power swept can be converted depending on the air density ρ, the turbine blade radius R, the wind speed V w , as:
The power coefficient can be defined as:
The turbine tip-speed ratio λ is defined as:
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The factors α i,j are listed in Table 1 [36] . The turbine output mechanical torque of WECS-DFIG can be derived as follows
where ω t is the turbine rotational angular speed.
Generator Model
The generator is used for the objective of this study to be the wound rotor induction generator (WRIG); its expressions are written in the synchronous rotating d-q reference frame and can be expressed as [5, 34, 38] :
The d-q components of stator and rotor voltages are, respectively:
The d-q components of stator and rotor fluxes are, respectively:
The stator active and reactive powers are, respectively:
where L s , L r and L m are the stator, rotor, and mutual inductances, respectively; R s and R r are the stator and rotor resistances, respectively; ω s the synchronous angular speed; and ω r is the angular frequency of the rotor calculated as pω m , where p is number of pole pairs.
Modeling of Generator for Predictive Power Control
The WECS-DFIG power control guides the independent stator active and reactive powers by regulating the rotor flux. For this purpose, the stator active and reactive powers are represented as functions of each individual rotor flux. We use the stator voltage vector oriented control (u sd = u s and u sq = 0) that decouples the dq axis. Thus, Equation (8) becomes
The stator active and reactive powers can be calculated by substituting Equations (10) into (9); we have:
where
is the leakage factor. Equation (7) indicates that the rotor voltage directly controls rotor fluxes when neglecting the rotor resistance. In addition, as seen in Equation (11), the rotor fluxes will reflect on the stator active and reactive powers. Thus, this basis can be used in controlling the stator active and reactive power of the WECS-DFIG on its rotor side.
Taking the time derivative of Equation (11) along the trajectory of the rotor flux and combining Equation (7) under the stator voltage vector oriented control mode, neglecting the rotor resistance, the stator active and reactive power becomes:
Assume that the mechanical angular speed of the rotor is greater than that of the electricity [39] , so that the mechanical angular speed is constant and is a valid approximation to each sample period [40, 41] . Hereby, the slip speed is constant, due to the synchronous speed being clamped by the grid frequency.
Apply the zero order hold with no delay to discretize Equation (12) considering the sampling period T and the sampling time k [42] . In addition, due to the applied rotor side, the voltage is constant during a power control period for the pulse width modulation (PWM) converter. Therefore, Equation (12) becomes
Equation (13) can be rewritten under the following space-state form
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Therefore, the DFIG-WECS was modeled as predictive power control, as shown in Equation (14), in which the active and reactive power is considered as the state variables and the rotor voltage is considered as the input signals. Therefore, the model in the system of Equation (14) can be applied to establish the control scheme for the RSC controller based on the self-adaptive model predictive control for the predictive power control. Figure 3 illustrates the block diagram for the completely proposed predictive power control system of the WESC-DFIG, which includes the main control system as the RSC, GSC, and wind turbine. The detailed contents are presented as follows.  are the state, control, and measurable matrices, respectively; and C is the identity matrix. The corresponding equations for all components are as follows:
Proposed Predictive Power Control Strategy
Therefore, the DFIG-WECS was modeled as predictive power control, as shown in Equation (14), in which the active and reactive power is considered as the state variables and the rotor voltage is considered as the input signals. Therefore, the model in the system of Equation (14) can be applied to establish the control scheme for the RSC controller based on the self-adaptive model predictive control for the predictive power control. Figure 3 illustrates the block diagram for the completely proposed predictive power control system of the WESC-DFIG, which includes the main control system as the RSC, GSC, and wind turbine. The detailed contents are presented as follows. Figure 3 . The proposed control scheme for the DFIG based on WCES.
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RSC Controller
The control system of the RSC is designed to predict the power flow between the stator and grid based on the self-adaptive model predictive control developed from the model in Equation (14) 
The control system of the RSC is designed to predict the power flow between the stator and grid based on the self-adaptive model predictive control developed from the model in Equation (14) considering: (i) analyzing the impact of the errors due to the parameter perturbations and external disturbances; (ii) designing the self-adaptive reference trajectory on the model predictive method. Figure 4 illustrates the relationship between the input and output of the system model, and the procedure is performed as follows:
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considering: (i) analyzing the impact of the errors due to the parameter perturbations and external disturbances; (ii) designing the self-adaptive reference trajectory on the model predictive method. Figure 4 illustrates the relationship between the input and output of the system model, and the procedure is performed as follows:
( 1) 
Impact of Errors
Suppose that the model in Equation (14) is influenced by the parameter perturbation and external disturbances. The discrete-time predictive model can be obtained due to these errors as a state-space model as follows:
where ∆A and ∆B The system in Equation (16) contains the state vector x(k). Calculate the difference between this state vector x(k) and the desired state vector x*(k); the error state-space model is generated under the condition of the error state-space functions e(k) = x(k) − x*(k) and e(k + 1) = x(k + 1) − x*(k + 1), and then e substitutes these error state-space functions into Equation (16) . Therefore, the error state-space model can be obtained as follows:
,
where the corresponding components are:
.
Supposing that if the system in Equation (17) operates under the nominal condition, in other words d(k) = 0, the error state-space model becomes:
where ye(.) 2 
 and Ce
Impact of Errors
where ∆A and ∆B ∈ R 2×2 are the parameter perturbations matrices and f(k) is the external disturbances vector. The system in Equation (16) contains the state vector x(k). Calculate the difference between this state vector x(k) and the desired state vector x*(k); the error state-space model is generated under the condition of the error state-space functions e(k) = x(k) − x*(k) and e(k + 1) = x(k + 1) − x*(k + 1), and then e substitutes these error state-space functions into Equation (16) . Therefore, the error state-space model can be obtained as follows:
where y e (.) ∈ R 2 and C e ∈ R 2×2 are the output vector and matrix, repectively. Therefore, the system in Equation (19) is used as the basis to design the RSC controller whose objective is to obtain the output vector y e (k) equal to zero. In order to reach this objective, the output matrix C e can be determined from the pole assignment according to the design method of sliding mode surface, which was described in [43] .
Design Self-Adaptive Model Predictive Controller
The basic idea of a self-adaptive model predictive controller is to control the active and reactive power flow between the stator and grid according to a given value based on the model predictive control (MPC). As above-mentioned, the objective is to control the output vector y e (k) of the state-space model in Equation (19) to reach zero. The procedure is done as follows:
Output Prediction
MPC is based on the predictions of future outputs over a prediction horizon having length P and the effect of changing the control horizon move M, as shown in Figure 5 [44] . In this study, we consider P ≥ M. The current control horizon move M happens in the system at the current sampling instant k and the future control move is kept invariant. The predictions of the whole system (19) can be obtained as [45] : this problem, in this study, we propose an appropriate control threshold for Hp, that is, the feedback correction mechanism is removed when 
Reference Trajectory
In MPC applications, the reference trajectory is one of the advantages of a predictive control scheme. The reference trajectory denotes a first order exponential curve used to make a gradual transition to the desired set-point value. If the value of the output function ( ) y k should move to the desired value r(k ) along a reference trajectory with respect to the sampling time instant k, the output reference trajectory over the prediction horizon can be denoted as [46] : The dimension of the P in Equation (20) plays an important role in improving controller performance. In this study, this value is set equal to 2 and the control horizon has a value of 1. The output prediction state when having a control move from time (k − P) to time k can be obtained as [46] 
We now consider the internal and external uncertain factors of the prediction model that results in the output at a future time of the system in Equation (20) , so that the accuracy of the prediction is affected. The error between the current actual output y e (k) of the error state-space model in Equation (19) at time k and the predictive output y y (k + P) in Equation (21) is used as the feedback correction of the predicted output y P (k + P). Therefore, the predictive output of the closed-loop model can be obtained as follows [46] :
where H P ∈ R 2P×2P is the diagonal coefficient matrix used to adjust the proportion of the feedback errors. Applying engineering, the initial value of H P is usually selected between 0 and 1 [46] , and for this study, the first and second values are chosen:
As known, the existing feedback correction mechanism could produce the tracking delay and overshoot under an input step and so, for the rapid dynamic response system, this feedback correction mechanism is removed to enhance the dynamic response performance, whereas, the anti-disturbance performance does not take notice during processing. Therefore, in order to solve this problem, in this study, we propose an appropriate control threshold for H p , that is, the feedback correction mechanism is removed when e(k) 1 ≥ 10 4 and vice versa.
In MPC applications, the reference trajectory is one of the advantages of a predictive control scheme. The reference trajectory denotes a first order exponential curve used to make a gradual transition to the desired set-point value. If the value of the output function y(k) should move to the desired value r(k) along a reference trajectory with respect to the sampling time instant k, the output reference trajectory over the prediction horizon can be denoted as [46] :
is an adjustable variable, in which 0 < γ < µ, 0 < τ < 1, this value constitutes an adjustable value 0 < (γ + τ e(k) 1 )/(µ + e(k) 1 ) < 1 that could influence the response of the system. Figure 6 plots two trajectory forms according to two different values of ζ when the reference r(k + P) is constant. Observed from this figure, the reference trajectory is fast tracked according to the small values of ζ as shown in the curve of y r_1 (k + P); if this value of ζ is increased, the reference trajectory becomes the curve of y r_2 (k + P), slowly giving rise to a smoother response. response of the system. Figure 6 plots two trajectory forms according to two different values of ζ when the reference r( P) k  is constant. Observed from this figure, the reference trajectory is fast tracked according to the small values of ζ as shown in the curve of
if this value of ζ is increased, the reference trajectory becomes the curve of
, slowly giving rise to a smoother response. 
Performance Index
The MPC is one of the few control strategies having the ability to cope with the constrained system providing an optimal control for a certain performance index. The objective of the whole system is to regulate the system output to the wishful values while keeping the performance index minimal and satisfying the above constraints. We now consider an MPC design problem with the global optimization performance index of the whole system at the sampling time instant k as [45] :
where Q and R are the weighting matrices used to measure the importance degree of the tracking error and control variable in performance indexes. The local performance index of the whole system can be rewritten under the matrix form using quadratic programming notation [47] , that is:
where the corresponding components are the follows:
Transforming Equations (20)- (22) and (24) into the state-space form and then substituting them into Equation (26), we have:
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Determining the voltage value U based on the control objective of the system by mean of minimizing the global performance index (28) at time k, in other words, ∂J/∂U = 0 and the explicit solution, we can obtain the following equation:
Thus, in each control period, the manipulated variable can obtain as follows:
Stability Analysis of the Self-Adaptive Model Predictive Controller
The stability condition of the above-mentioned closed-loop of the whole system is analyzed in this section; considering the system (17), the predicted actual output at p-step can be obtained as follows:
The system (32) can be expressed under the following state-space form
Merging Equations (33) and (30), the predicted actual output of the closed-loop of system can be expressed as follows:
According to the performance index (26) , there exists the condition depending on the weight coefficient matrix R that can limit the control input value U(k). When it is equal to zero, the control input U(k) will be unlimited [46] . Applying this condition to Equation (34), we have:
of 24
In addition, Equation (17) is calculated according to the time that is a start point (k − p); the actual output can be obtained at time k as follows:
Combining Equations (32) and (36) , and the matrix E(k) in Equation (29), we have
Therefore, the actual output of the closed-loop system can be described as follows:
Equation (38) can be rewritten under another form as follows:
It can be concluded that from Equation (39), the following inequality holds, if the disturbance value or its change rate is limited
so that the closed-loop control system in Equations (17) and (31) is stable, where ξ is a positive constant. In order to prove the above conclusion is right, we decompose the system in Equation (39) into two parts as follows:
It can be concluded that the actual status of the closed-loop control system will certainly be converged and stabilized within the neighborhood of ξ. Therefore, the closed-loop control system is constructed by the system in Equations (17) and (31) is stable.
Therefore, the steady and dynamic response capability of power follows between the DFIG-WECS, and the grid is enhanced by the proposed control scheme for RSC is as shown in Figure 3 . The control signal u(k) in Equation (31) is the closed-loop system.
GSC Controller
The GSC is connected between the DC-link and grid via the grid filter, as shown in Figure 1 . The main task is to maintain the reactive power flow between the GSC and grid at zero and the DC-link voltage at a given value. The GSC is controlled by using the inner current control loop that is used to control the current and outer control loop that is used to control the DC-link voltage. The control strategy is implemented in the synchronously rotating d-q reference frame with its d-axis oriented with the grid voltage vector based on the vector control technique that was introduced by authors in [34] . This control strategy is re-used for this study as shown in Figure 3 , in which the reactive power is controlled on the remaining component q axis, whereas the d component is used to control the active power and the outer DC-link voltage loop by the PI regulators.
Turbine Control
In order to limit over produced power at high wind speeds and to optimize the extracted power from incoming winds, more recently, the authors in [34, 48, 49] have proposed the strategies to control the pitch angle. For this study, the maximum power point tracking (MPPT) model is used to control the turbine system with the pitch angle control scheme introduced by the author in [34] , as shown in Figure 7 . When winds are between about the cut-in speed and at a low limit speed, the reference speed of the generator rotor is set to a minimum value to ensure that the slip is smaller than 30%. When winds are between the low limit speed and the rated speed, the generator is operated in the variable speed model; the maximum power is obtained according to the reference speed that can be calculated as follows:
is the optimal constant of turbine corresponding to the pitch angle equal to zero, while λ is adjusted to λ opt according to different wind speeds by adapting the ω r_ref . In addition, when winds increase larger than the rated speed, the ω r_ref is set at the rated value, so that the over produced power is limited by adjusting the pitch angle resulting in the over speed of generator being limited.
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where Kotp = (1/2)(R 2 /λotp 3 )ρπ Cp max (β,λ) is the optimal constant of turbine corresponding to the pitch angle equal to zero, while λ is adjusted to λopt according to different wind speeds by adapting the ωr_ref. In addition, when winds increase larger than the rated speed, the ωr_ref is set at the rated value, so that the over produced power is limited by adjusting the pitch angle resulting in the over speed of generator being limited.
Case Study and Results
In order to verify the performance of the proposed method, the simulation modeling setup for the tested system including a 150 kW-575 V DFIG-WCES and 50 Hz-20 MVA/25 kV network is built in the Matlab/Simulink, as shown in Figure 6 . The parameters are listed in Appendix A. In this paper, we only consider the following two scenarios:
(i) The impact of the rotor speed variation, (ii) The impact of the parameter variation of the generator.
The effectiveness of the proposed control strategy is tested based on the various active and reactive power steps. Suppose that the stator active power output reference is maintained at 40% of the generator rated power, increased to 67% at 0.8 s, and then continued to increase to 100% at 1.05 s 
The effectiveness of the proposed control strategy is tested based on the various active and reactive power steps. Suppose that the stator active power output reference is maintained at 40% of the generator rated power, increased to 67% at 0.8 s, and then continued to increase to 100% at 
The obtained result is compared to two difference methods that are the model predictive control introduced by authors in [31] and the discrete sliding-mode control introduced by authors in [32] . All necessary parameters of these methods are listed in the Appendix A.
Case 1
The first scenario is carried out to verify the response of the system considering the variation in rotor speed. The DFIG-WSEC was operating under the speed control mode; for this study, the wind speeds were changed to from the sub-rated of 7 m/s to super-rated 15 m/s at a threshold value 0.7 s (the rated wind speed is 12 m/s), which corresponds to the increase of rotor speed from 151.2 to 172.8 rad/s at time from 0.7 s to 1.15 s, as shown in Figure 8 . As known, during the period of variation wind speed, the rotor speed changes slowly since the turbine inertia is high. Figure 8 plots the results of the step reference test of the stator power response, which for the steady state, a zoomed-in image of the power waveforms over period time from 0.65 to 0.69 s, the reference active power is maintained at 40% of the generator rated active power. For the transient, a zoomed-in image of the waveforms over period time from 0.798 to 0.804 s, which corresponds to the reference active power that changes the power suddenly from 40% to 67% rated power at 0.8 s.
The improved steady and state-transient response characteristic can be closely observed when applying the proposed method. Figure 9 plots the results of the step reference test of the stator power response, which for the steady state, a zoomed-in image of the power waveforms over period time from 0.65 to 0.69 s, the reference active power is maintained at 40% of the generator rated active power. For the transient, a zoomed-in image of the waveforms over period time from 0.798 to 0.804 s, which corresponds to the reference active power that changes the power suddenly from 40% to 67% rated power at 0.8 s. The improved steady and state-transient response characteristic can be closely observed when applying the proposed method. Figure 10 presents the response of DC-link voltage with the given reference U ref of 500 V during the steady-state and transient period. The obtained result shows that DC-link voltage oscillations have appeared as a small backward overshoot. The PI controllers of GSC, compensating the disturbances due to changing the reference active power, dampen them. It can be noticed clearly from this figure that the proposed control scheme of GSC is suitable. Figure 8 The rotor and stator three-phase currents are plotted in Figure 11 . Observe from Figure 11a and two zoomed-in images of the stator current waveforms of over period time from at 0.805 to 0.825 s and from 1.025 to 1.045 s in Figure 11b that the steady-state and transient responses of currents are improved when applying the proposed method. 
Case 2
The second scenario is carried out to verify the effectiveness of the proposed control strategy through the same tests of step reference of active and reactive powers considering: (i) the constant rotor speed at 172.8 rad/s corresponds to the wind speed of 15 m/s and (ii) the impact of the parameter variation was introduced by increasing 20% of the nominal values of both the rotor resistance and mutual inductance parameters of the DFIG.
The result of the step reference test of stator power response is plotted in Figure 11 , in which for the steady state, a zoomed-in image of the power waveforms over period time from 0.665 to 0.705 s, the reference active power is maintained at 40% of the generator rated active power. For the transient, a zoomed-in image of the power waveforms over period time from 1.04 to 1.06 s, corresponds to the reference active power that changes suddenly from 67% to 100% rated power. Figure 12 plots the detailed steady-state and transient response of the DC-link voltage and the rotor. The detailed steady-state and transient responses of three-phase currents are shown in Figure 13 , in which Figure 13a shows the oscillations of rotor currents and Figure 13b ; for the steady-state, a zoomed-in image of the power waveforms over time from 0.8 to 0.83 s, the reference active power is maintained at 40% of the generator rated active power. For the transient, a zoomed-in image of the 
The result of the step reference test of stator power response is plotted in Figure 12 , in which for the steady state, a zoomed-in image of the power waveforms over period time from 0.665 to 0.705 s, the reference active power is maintained at 40% of the generator rated active power. For the transient, a zoomed-in image of the power waveforms over period time from 1.04 to 1.06 s, corresponds to the reference active power that changes suddenly from 67% to 100% rated power. Figure 13 plots the detailed steady-state and transient response of the DC-link voltage and the rotor. The detailed steady-state and transient responses of three-phase currents are shown in Figure 14 , in which Figure 14a shows the oscillations of rotor currents and Figure 14b ; for the steady-state, a zoomed-in image of the power waveforms over time from 0.8 to 0.83 s, the reference active power is maintained at 40% of the generator rated active power. For the transient, a zoomed-in image of the waveforms over time from 1.03 to 1.06 s, corresponding to the reference active power that suddenly changes the power from 40% to 67% rated power at 1.05 s. The simulation results show that the steady state and transient responses of the active and reactive power when applying the proposed method are better than compared with two other methods, and this is because the mechanism feedback error is considered in this proposed method. In addition, it can be observed clearly that the steady-state and transient response of the stator and rotor currents are good although the proposed method does not use the current loops to control them.
Conclusions
In this paper, a feasible and efficient control strategy for the rotor converter of DFIG, making full use of properties within the generator-turbine system without using any extra, is proposed. This proposed method is developed on the model predictive control and is compared to two other methods. Based on the obtained results through the simulation of a 150 kW-575 V doubly fed induction generator based on the wind energy converter system (DFIG-WECS) using MATLAB/Simulink, the main features of the self-adaptive model predictive control strategy are listed as follows. (i) To propose the discrete state-space model of DFIG with using the voltage oriented control mode and Comparing Figures 9 and 12, Figures 10 and 13 , and Figures 11 and 14 , there can difficulty in noticing any difference. Even when the variations of the rotor resistance and mutual inductance are large, the system maintains satisfactory performance under steady state and transient response.
The simulation results show that the steady state and transient responses of the active and reactive power when applying the proposed method are better than compared with two other methods, and this is because the mechanism feedback error is considered in this proposed method. In addition, it can be observed clearly that the steady-state and transient response of the stator and rotor currents are good although the proposed method does not use the current loops to control them.
In this paper, a feasible and efficient control strategy for the rotor converter of DFIG, making full use of properties within the generator-turbine system without using any extra, is proposed. This proposed method is developed on the model predictive control and is compared to two other methods. Based on the obtained results through the simulation of a 150 kW-575 V doubly fed induction generator based on the wind energy converter system (DFIG-WECS) using MATLAB/Simulink, the main features of the self-adaptive model predictive control strategy are listed as follows. (i) To propose the discrete state-space model of DFIG with using the voltage oriented control mode and considering the stator power and the rotor voltage as the state and control variables is feasible and efficient, in which the stator flux was no longer explicit to avoid the error caused by flux observation; (ii) The steady-state and transient response characteristic when applying the proposed control strategy has been significantly improved compared to two conventional methods, especially when the system faces errors due to the parameter perturbations (variation of the rotor resistance and mutual inductance) and external disturbances (rotor speed verifies according to the changes of wind speed); (iii) The control of the active and reactive power does not need to use the rotor current loops. Hence, this proposed control strategy becomes a helpful power control strategy for the renewable power generation based on the WECS, and especially to DFIG. 
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